OTHER OPENINGS PER

PRIMARY & SECONDARY UL 142 & AS REQUIRED SOUTHERN Tank & Mfg. Co.
EMERGENCY VENT BY CUSTOMER 800.876.2321
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NOTES

1. ASSEMBLY CARRIES STI FLAMESHIELD AND

] SwRI LABEL FOR FIRE RESISTANT TANK.

2. ASSEMBLY IS BUILT IN ACCORDANCE WITH UL
STANDARDS BUT NOT CARRY UL LABEL.

TANK DIAGRAM: FLAMESHIELD VERTICAL

DWG FILE: 02-04-05B DATE: 3-12-02




